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INTERMATIOMNAL GLYCOL DUAL COOLED SYSTEM (2-WAY REG VALVE)
CEILING MOUNTED INDOOR UNIT
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6  Refrigerant distributor COOLER S e I 4
7  Thermostatic expansion valve 15
8 Liquid line solenoid valve
9 Sight glass 13  Glycol cooled condenser/heat exchanger
10  Filter-Drier 14 Glycol regulating valve (Standard 2-way, optional 3-way)
11 Access valve 15 Gate valve (supplied by others)
12 Shut off valve 16 Globe valve (supplied by others)
17 Chilled water cooling coil
18 2-way modulating valve (optional 3-way valve)
19 Manual Bypass Valve
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